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1 PATCH EXISTING WALL PENETRATION

2 LOCK LOUVER IN FULL OPEN POSITION

3 LOCK LOUVERS IN FULL CLOSED POSITION

4 PATCH WALL PENETRATION AROUND NEW DUCTING

GENERAL NOTES:

1. ALL LOCATIONS ARE APPROXIMATE UNLESS SPECIFIED. ACTUAL
LOCATIONS ARE TO BE DETERMINED AT TIME OF INSTALLATION.

2. SUPPLY CRILL AIR DEFLECTION IS TO BE SET AT TIME OF
INSTALLATION TO ENSURE DISPURSION THROUGHOUT ROOM.
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